Cost-effective condition monitoring for wind turbines. by Yang,  W. et al.
Durham Research Online
Deposited in DRO:
09 April 2010
Version of attached file:
Published Version
Peer-review status of attached file:
Peer-reviewed
Citation for published item:
Yang, W. and Tavner, P. J. and Crabtree, C. J. and Wilkinson, M. (2010) ’Cost-effective condition monitoring
for wind turbines.’, IEEE transactions on industrial electronics., 57 (1). pp. 263-271.
Further information on publisher’s website:
http://dx.doi.org/10.1109/TIE.2009.2032202
Publisher’s copyright statement:
2010 IEEE. This material is presented to ensure timely dissemination of scholarly and technical work. Copyright and
all rights therein are retained by authors or by other copyright holders. All persons copying this information are
expected to adhere to the terms and constraints invoked by each author’s copyright. In most cases, these works may
not be reposted without the explicit permission of the copyright holder Personal use of this material is permitted.
However, permission to reprint/republish this material for advertising or promotional purposes or for creating new
collective works for resale or redistribution to servers or lists, or to reuse any copyrighted component of this work in
other works must be obtained from the IEEE.
Additional information:
Use policy
The full-text may be used and/or reproduced, and given to third parties in any format or medium, without prior permission or charge, for
personal research or study, educational, or not-for-profit purposes provided that:
• a full bibliographic reference is made to the original source
• a link is made to the metadata record in DRO
• the full-text is not changed in any way
The full-text must not be sold in any format or medium without the formal permission of the copyright holders.
Please consult the full DRO policy for further details.
Durham University Library, Stockton Road, Durham DH1 3LY, United Kingdom
Tel : +44 (0)191 334 3042 — Fax : +44 (0)191 334 2971
http://dro.dur.ac.uk
  
 
Durham Research Online 
 
Deposited in DRO: 
09 April 2010 
 
Peer-review status: 
Peer-reviewed 
 
Publication status: 
Published version 
 
Citation for published item: 
Yang, W. and Tavner, P. J. and Crabtree, C. J. and Wilkinson, M. (2010) 'Cost-effective 
condition monitoring for wind turbines.', IEEE transactions on industrial electronics., 57 (1). 
pp. 263-271. 
 
Further information on publisher’s website: 
http://dx.doi.org/10.1109/TIE.2009.2032202 
 
Publisher’s copyright statement: 
©2010 IEEE. This material is presented to ensure timely dissemination of scholarly and 
technical work. Copyright and all rights therein are retained by authors or by other copyright 
holders. All persons copying this information are expected to adhere to the terms and 
constraints invoked by each author's copyright. In most cases, these works may not be 
reposted without the explicit permission of the copyright holder 
 
Personal use of this material is permitted. However, permission to reprint/republish this 
material for advertising or promotional purposes or for creating new collective works for 
resale or redistribution to servers or lists, or to reuse any copyrighted component of this work 
in other works must be obtained from the IEEE. 
 
 
Use policy 
 
The full-text may be used and/or reproduced, and given to third parties in any format or medium, without prior 
permission or charge, for personal research or study, educational, or not-for-profit purposes provided that : 
 
 a full bibliographic reference is made to the original source 
 a link is made to the metadata record in DRO 
 the full-text is not changed in any way 
 
The full-text must not be sold in any format or medium without the formal permission of the copyright holders. 
 
Please consult the full DRO policy for further details. 
 
Durham University Library, Stockton Road, Durham DH1 3LY, United Kingdom 
Tel : +44 (0)191 334 2975 | Fax : +44 (0)191 334 2971 
http://dro.dur.ac.uk 
IEEE TRANSACTIONS ON INDUSTRIAL ELECTRONICS, VOL. 57, NO. 1, JANUARY 2010 263
Cost-Effective Condition Monitoring for
Wind Turbines
Wenxian Yang, Peter J. Tavner, Senior Member, IEEE, Christopher J. Crabtree, and Michael Wilkinson
Abstract—Cost-effective wind turbine (WT) condition moni-
toring assumes more importance as turbine sizes increase and
they are placed in more remote locations, for example, offshore.
Conventional condition monitoring techniques, such as vibration,
lubrication oil, and generator current signal analysis, require the
deployment of a variety of sensors and computationally intensive
analysis techniques. This paper describes a WT condition monitor-
ing technique that uses the generator output power and rotational
speed to derive a fault detection signal. The detection algorithm
uses a continuous-wavelet-transform-based adaptive filter to track
the energy in the prescribed time-varying fault-related frequency
bands in the power signal. The central frequency of the filter
is controlled by the generator speed, and the filter bandwidth
is adapted to the speed fluctuation. Using this technique, fault
features can be extracted, with low calculation times, from direct-
or indirect-drive fixed- or variable-speed WTs. The proposed
technique has been validated experimentally on a WT drive train
test rig. A synchronous or induction generator was successively
installed on the test rig, and both mechanical and electrical fault-
like perturbations were successfully detected when applied to the
test rig.
Index Terms—Adaptive signal processing, condition moni-
toring, fault diagnosis, induction generators, signal processing,
synchronous generators, time–frequency analysis, wavelet trans-
forms, wind power generation.
NOMENCLATURE
A Estimated energy of the frequency compo-
nent of interest.
amin, amax Minimum and maximum wavelet scales
considered by the adaptive bandpass filter.
a Wavelet scale.
b Wavelet time-shift parameter.
ε Voltage or current transducer error.
e Specific unbalance.
frm Rotational frequency of the generator
rotor.
fse Electrical supply frequency.
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G Balance quality grade.
Ii Line currents.
m Unbalanced mass.
Meq Equivalent mass of the test rig rotor.
ω Angular frequency of interest.
ωc Mean frequency of the prescribed fre-
quency component during the time in-
terval T .
ωfg Fluctuation of the generator rotational
frequency.
ωf Fluctuation of the frequency of interest.
ωupper, ωlower Upper and lower cutoff frequencies of the
adaptive filter.
ω0 Central angular frequency of the mother
wavelet.
ωrm Angular rotational frequency of the gener-
ator rotor.
P Three-phase total power output from the
generator.
r Effective radius of the equivalent unbal-
anced mass.
RAB , RBC , RCA Combined line-to-line resistances.
RAS , RBS , RCS Brush gear and slip ring resistances.
RAV , RBV , RCV Load bank resistances.
RA, RB , RC Generator rotor winding resistances.
δR Electrical resistance imbalance.
s Induction machine slip.
ψ Mother wavelet function.
T Sliding window averaging time interval.
t0 Starting time moment of the sliding
window.
Ue Electrical asymmetry on the generator
rotor.
Um Mechanical unbalance on the generator
rotor.
Vi Phase voltages.
x Real-time signal.
η Constant between ωfg and ωf .
I. INTRODUCTION
OVER THE last 40 years, there has been an increasedapplication of wind turbines (WTs) around the world,
with growth in rating from 30 kW to > 5 MW and, more
recently, their application offshore [1]. To reduce the cost of
energy from WTs, there is a pressing need to improve the WT
availability and reduce the operational and maintenance (O&M)
0278-0046/$26.00 © 2010 IEEE
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Fig. 1. Variation in power output from a 33-kW fixed-speed WT over five
successive periods of 900 s, each showing the large variation in the signal due
to wind turbulence (taken from [7]).
costs. Aside from developing more advanced machine designs
[2] to improve the availability, an effective way to achieve
this improvement would be to apply reliable and cost-effective
condition monitoring [3], which is why this subject is attracting
industrial and academic attention.
The wind industry currently uses condition monitoring sys-
tems (CMSs), such as vibration, temperature, lubrication oil,
and generator current analysis, developed from other rotating
machine power generation industries [4]–[6], where they have
achieved success. However, despite their application in the
wind industry [7], they have not yet proven their effectiveness
due to the peculiarities of a WT, which has a slow speed and
rapidly varying torque. Commercial WT CMSs mostly employ
vibration-based techniques, which are sophisticated, and the
sensors and cabling are costly. The technique is also not ideally
suited to all WT types and faults. Lubrication oil analysis is
becoming more popular for detecting gearbox tooth and bearing
wear but cannot detect failures outside the gearbox. More
advanced techniques, such as optical strain measurement, have
been developed for monitoring WT blade integrity. However,
these are expensive, and recent reliability surveys [8] have
shown that WT electrical systems have a higher failure rate than
the mechanical systems. For these reasons, an electrically based
WT CMS would be beneficial and could be more comprehen-
sive, simpler, and cheaper than other techniques. This paper will
propose such a technique.
Instantaneous electric power measurement has been demon-
strated on induction machines for detecting motor faults [9].
Three-phase total power monitoring has also been applied to
WTs as a condition monitoring and fault diagnosis signal [10]
but has not achieved commercial application. This research will
be based entirely on the use of this signal and the generator
speed for condition monitoring. Power output measurement
was considered for condition monitoring in [7] and [10], but
Fig. 1, taken from [7], shows how the WT power output signal
experiences continuous and rapid variations during operation.
The work reported in this paper is an enhancement of the
research described in [11], now including the following:
1) a more comprehensive description of the background
technology and the state of the art of the proposed
technique;
2) an improved mathematical presentation;
3) additional figures to enhance the description of the
technique;
4) more substantial experimental results;
5) an amended conclusion.
Fig. 2. Structures of real large WTs. (a) Geared. (b) Direct drive.
The novelties of the proposed technique are summarized as
follows:
1) a technique for WT condition monitoring based on mea-
suring the generator total power signal rather than more
conventional measurements validated by experiments on
a test rig with a simple fault setup;
2) a new adaptive continuous-wavelet-transform (CWT)-
based energy tracking method, reducing the calculation
time for feature extraction when applied to lengthy sig-
nals, making possible less time-intensive WT condition
monitoring;
3) the successful detection of two types of fault using this
method has been demonstrated on two WT arrangements,
including both electrical and mechanical faults;
4) the proposed method is more efficient for the detection
of faults in variable-speed WTs than other more conven-
tional techniques;
5) the technique used in this paper can be applied to any WT
generator for tracking any characteristic, fault-related fre-
quency component, so it is general and could be applied
to detect a variety of faults depending on the choice of
frequency selected.
Wavelet transforms have been successfully used in condition
monitoring and diagnosis of rotating electrical machine faults
[1], [12]–[14]. However, most used the discrete wavelet trans-
form (DWT) rather than the CWT, although the latter is superior
to the former in multiresolution signal analysis. However, the
CWT involves more intensive convolution calculations than the
DWT, making it more difficult to process lengthy online data,
such as WT monitoring signals. Moreover, it is inconvenient to
apply the traditional time–frequency–amplitude CWT image to
machine condition monitoring, as was done in [15]. Wavelets
have been proposed for WT condition monitoring [16], [17] but
have not yet received commercial application.
II. APPLYING GENERATOR POWER MONITORING TO WTs
A WT converts the kinetic energy of the wind into electrical
energy, utilizing mechanical and electrical conversion, control,
and transmission systems. The architectures of two commonly
used large WTs are shown in Fig. 2.
The application of vibration, temperature, and lubrication oil
techniques to monitoring WTs should improve their availability
but, to date, is not being widely used for the following reasons:
1) lack of practical industry experience with condition mon-
itoring in the wind environment;
2) difficulties collecting and interpreting the data, including
the risk of false or missed alarms;
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3) the fact that present techniques may not be suited to all
types of WTs such as shown in Fig. 2;
4) the fact that developing reliable WT condition monitoring
techniques requires complex and lengthy collaboration
between WT operators and manufacturers in the field.
WT power flows are disturbed by both mechanical and
electrical faults [16], [17]. To measure the WT shaft torque is
costly and usually impractical for a real WT. In contrast, shaft
speed and electrical power output are routinely monitored for
WTs, but, to date, commercial CMSs do not use these signals.
In comparison with conventional stator current analysis,
widely adopted for condition monitoring motors [4], [6], power
monitoring could have the following disadvantages.
1) The error in the total power signal depends not only on
the voltage and current transducer error ε but also on the
measurement method. In the three-wattmeter method, the
error will be 6ε, but, in the two-wattmeter method,
the error is limited to 4ε, whereas the current signal error
would be only ε. Therefore, the signal-to-noise ratio for
basic analysis should be better for current than power
analysis.
On the other hand, monitoring based on power analysis could
have the following advantages.
1) The power signal is already available from the generator
terminal voltage and current signals for the control of the
WT and can conveniently be accessed.
2) Fewer cheaper transducers than accelerometers and oil
debris probes are required for power monitoring.
3) Mechanical and electrical faults both disturb the genera-
tor power output, so power monitoring could detect both
types of faults.
4) Single line current analysis contains the mains frequency
carrier, whereas this is absent in the power signal. There-
fore, the signal-to-noise ratio for faulty feature analysis
should be better for power than current analysis, balanc-
ing the aforementioned transducer error effect.
5) In the power signal, the fault-related frequency side-
bands, around the mains frequency, are folded down
around dc, limiting the bandwidth needed to monitor the
signal.
An example of the current, voltage, and power signals mea-
sured under faulty conditions on an induction generator, fitted to
the test rig described in the following, is shown in Fig. 3, where
the signals were collected when a periodic rotor electrical
asymmetry was applied in the presence of serious noise due
to power system imbalance.
The fault in Fig. 3 was applied at the time intervals of 20–40 s
and 60–80 s and was absent in the other time intervals. It
can be seen that the amplitudes of both the current–time and
voltage–time waveforms gave no indication of abnormal con-
ditions, whereas the total three-phase power signal P changes
significantly during the abnormality due to the presence of 2fse
and 2sfse components. The total power P (t) was calculated
using
P (t) =
3∑
i=1
Ii(t) · Vi(t). (1)
Fig. 3. Comparison of current, voltage, and total power signal in the presence
of a rotor asymmetry fault. (a) Line currents. (b) Phase voltages. (c) Total power.
III. DESIGN OF WAVELET-BASED ADAPTIVE FILTER
In this paper, a CWT-based adaptive filter has been designed
to track the energy in the power signal in the prescribed fault-
related frequency bands rather than at all frequencies of the
monitoring signal. In this way, the wavelet calculation can
significantly be reduced, and the results can be displayed graph-
ically rather than as a screen dump image, making the technique
attractive for online application. Details of the technique are
described as follows.
The CWT of a real-time signal x(t) can be defined as
CWT(b, a) = 1√|a|
∞∫
−∞
x(t)ψ∗
(
t− b
a
)
dt (2)
where the asterisk “∗” indicates the complex conjugate.
Traditionally, the wavelet function ψ(t) is dilated or com-
pressed by changing the scale parameter a so that all signal
components ranging from frequency 0 to half the sampling
frequency can be projected onto an appropriate time-scale map,
as shown in Fig. 4. The bottom figure shows the time waveform
of a sample signal of increasing frequency being inspected; the
top figure shows the wavelet coefficients of this signal obtained
at different wavelet scales and times.
Many of the calculations shown in Fig. 4 are unnecessary for
WT condition monitoring because the fault-related frequencies
are few in number and the energy extracted at nonfault-related
frequencies is not helpful to assess the machine condition.
Therefore, an adaptive CWT-based filter has been designed,
which only extracts energy at known fault frequencies, while
frequencies unrelated to the fault are left unprocessed. The
calculation time for the new technique will be much shorter
than that for a conventional CWT applied to a broad band-
width signal. Therefore, the proposed CWT-based energy
tracking technique should prove more efficient for online
processing of WT monitoring signals than conventional CWT
processing.
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Fig. 4. Illustrative example of the conventional CWT.
Fig. 5. Two-dimensional sliding window.
A time–frequency sliding window has been designed for this
task, as shown in Fig. 5. Its central frequency ωc is the mean
frequency during the time interval T of the prescribed fault-
related frequency band. The upper and lower cutoff frequencies
ωupper and ωlower are adapted to the fluctuation of the generator
rotational speed ωfg in that interval, i.e.,⎧⎨
⎩
ωupper = ωc + ωf/2
ωlower = ωc − ωf/2
ωf = ηωfg.
(3)
From Fig. 4, it is noticed that ωf could also be a time-
varying parameter, intrinsically dependent on the turbulence of
the wind. Experience has shown that onshore wind turbulence
varies between 12% and 20%, whereas offshore turbulence
approximates to ∼6%.
The relationship between any prescribed frequency ω and its
corresponding wavelet scale a is
a =
ω0
ω
. (4)
With the aid of (3) and (4), the range of the wavelet scales
for conducting bandpass filtering can be determined by
a ∈ [amin amax] (5){
amin = ω0ωupper
amax = ω0ωlower .
(6)
TABLE I
COMPUTATIONAL EFFICIENCY COMPARISON BETWEEN CWT, DWT,
AND PROPOSED APPROACH
Subsequently, by performing the CWT locally in the scale
range defined by (5), a matrix of wavelet coefficients is obtained
CWTlocal(b, a) =
1√|a|
∞∫
−∞
x(t)ψ∗
(
t− b
a
)
dt. (7)
The energy A of the frequency component of interest in the
time interval T is estimated by
A(t0 + T/2)=max (|CWTlocal(b, a)|)
{
a ∈ [amin amax]
b ∈ [t0 t0 + T ].
(8)
The sliding window is moved forward along the signal; the
maximum and minimum wavelet scales in (5) being redefined
within each time interval according to the generator rotational
speed ωfg. Then, using the aforementioned technique, the en-
ergy A in the fault-related frequency band is calculated in each
time interval using (7) and (8). These calculations are repeated
until the whole signal has been processed. Finally, a curve
of the energy variation in the fault-related frequency band is
obtained, and changes in the running condition of the WT can
be assessed.
This task could have been accomplished using a series of
conventional bandpass filters set up to cover the expected speed
range of the turbine. However, such an analysis would not have
the advantages of the CWT in processing nonstationary signals
shown in Fig. 1 and [18].
To verify the computational efficiency of the proposed tech-
nique compared to the traditional CWT and DWT, a calculation
was performed to extract the 50-Hz energy component from
1 s of line current signal, sampled at a frequency of 2 kHz.
The time taken by each approach is listed in Table I. The
calculations were done in a computer with 1.4 GHz of Intel
Pentium processor and 512 MB of RAM.
From Table I, it can be concluded that the proposed energy
tracking technique is the most computationally efficient of the
three approaches.
IV. WT CONDITION MONITORING BY POWER
SIGNAL ANALYSIS
In view of the proposed advantages of generator power
signal analysis for detecting both mechanical and electrical
faults in a variety of designs of WT drive train, it has been
applied in this paper, in combination with the energy tracking
method described previously, to develop a new WT condition
monitoring technique.
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Fig. 6. Schematic diagrams of the WT drive train test rig. (a) With permanent-magnet synchronous generator installed. (b) With induction generator
installed.
A. WT Drive Train Test Rig
One of the difficulties in gaining practical industry experi-
ence of condition monitoring on real WTs is the lack of collab-
oration needed with WT operators and manufacturers, due to
data confidentiality, particularly when faults are present. This
can be avoided by gaining condition monitoring experience
using a controllable experimental test rig to which defined faults
can be applied. Therefore, the technique proposed in this paper
has been validated experimentally on a WT drive train test
rig designed to investigate condition monitoring signals in the
laboratory. This test rig was described in detail in [16] and was
equipped first with a permanent-magnet synchronous generator
and, subsequently, with an induction generator, both as shown
in Fig. 6.
The synchronous generator [Fig. 6(a)], such as might be used
in a direct-drive WT, was rated for the experiment at 10 kW,
three-phase 54-pole permanent-magnet machine with a rectified
output feeding a resistive load bank.
The induction generator [Fig. 6(b)], such as might be used
in a geared-drive WT, was rated for the experiment at 30 kW,
three-phase four-pole wound-rotor machine, with the rotor cir-
cuit coupled via slip rings to a three-phase resistive load bank,
so that rotor electrical imbalance could be applied, and the
generator stator fed the three-phase mains.
The test rig comprises a 54-kW dc variable-speed motor
and a two-stage gearbox, instrumented and controlled using
LabVIEW. In the experiments, a variety of wind speed inputs
could be applied to the test rig via the dc motor, the speed
of which is controlled by an external model incorporating the
properties of natural wind at a variety of speeds and turbulences
and the mechanical behavior of a 2-MW WT operating under
closed-loop conditions. Relevant signals were collected from
the terminals of the generator and the drive train when subjected
to this driving speed.
A number of electrical and mechanical drive train faults
could be applied to the test rig. Because they are not necessarily
Authorized licensed use limited to: University of Durham. Downloaded on April 09,2010 at 13:54:59 UTC from IEEE Xplore.  Restrictions apply. 
268 IEEE TRANSACTIONS ON INDUSTRIAL ELECTRONICS, VOL. 57, NO. 1, JANUARY 2010
precise replicas of WT faults, they have been called “fault-like
perturbations” but contain similarities with faults on real WTs.
In this paper, to verify the efficacy of the proposed condi-
tion monitoring technique for WTs, two “faultlike perturba-
tions” were applied to two different generator configurations as
follows.
1) In the first configuration, with the synchronous gener-
ator representing a direct-drive WT, the “faultlike per-
turbation” applied was mechanically unbalanced on the
generator rotor, representing the effect of a mechanical
unbalance fault on the WT generator drive train.
2) In the second configuration, with the slip-ring induction
generator representing a geared-drive WT, the “fault-like
perturbation” applied was electrically asymmetric on the
generator rotor, representing the effect of a rotor winding
fault, brush imbalance, or air gap eccentricity in the WT
generator.
Details of both experimental arrangements are described as
follows.
B. Mechanical Unbalance Fault Simulated on Rotor of
Synchronous Generator
The mechanical unbalance fault was simulated by attaching
a 1-kg mass to the generator rotor with an equivalent rotating
mass of 290.7 kg, which is ∼0.3%. This represents a balance
quality grade of G 7.8 (7.8 mm/s), within the limit of G 16
(16 mm/s) prescribed in ISO1940-1:2003 for a low-speed pro-
peller shaft, applicable to a direct-drive WT shaft. The details
of this estimation are given in Appendix A. The peak-to-peak
measured displacement of the generator shaft changed a little
before and after the placement of the unbalanced mass, varying
in the range 90–140 μm. The equivalent vibration velocity
would have been 0.13–0.21 mm/s, with the generator running
at the maximum rotational speed of 28 r/min well within the
0.71-mm/s limit that is acceptable for machines ≤ 15 kW
prescribed in ISO2372:1974.
When the synchronous generator ran at varying speed repre-
senting the wind driving situation, the speed, torque, and total
power were measured using a sampling frequency of 1 kHz,
and the “fault-like perturbation” was periodically applied to the
rotor. The time waveforms of the signals before and after the
application are shown in Fig. 7(a).
From Fig. 7(a), it can be seen that, in the presence of the mass
unbalance fault, the driving shaft torque signal gave a response
at the shaft rotational frequency frm, as expected, fluctuating
by 8% range due to the combined effects of mass unbalance
fault and wind driving turbulence, which can be compared to
fluctuating by 4% due to the wind driving turbulence alone. By
contrast, the generator power showed only a slight change in the
presence of the fault. In this case, the fault-related frequency is
frm, and the CWT-based energy tracking technique was applied
to extract energy at this frequency, as shown in Fig. 7(b). This
provided a clear indication of the presence or absence of the
mechanical unbalance fault despite the fact that the shaft speed
was varying continuously throughout the experiment and the
effect could not be observed in the unprocessed total power
signal shown in Fig. 7(a).
Fig. 7. Mass unbalance fault applied to a synchronous generator rotor on the
WT test rig, representing a direct-drive WT. (a) Signals when a mass unbalance
fault was simulated on a synchronous generator rotor. (b) Detecting a mass
unbalance fault from the power signal.
TABLE II
PARAMETERS USED FOR CALCULATION RESULTS IN FIG. 7
It can be seen from Fig. 7(b) that a 0.3% or G 7.8 unbal-
ance fault was easily detectable. This shows that the proposed
technique has the potential to detect an incipient mechanical
unbalance fault of 0.3% or G 7.8 on a direct-drive WT. The
parameters used for this calculation are given in Table II.
C. Electrical Asymmetry on Rotor of
Induction Generator
The electrical asymmetry was simulated on the induction
generator by adjusting the phase resistances in the load bank
externally connected to the rotor. Two levels of rotor asymmetry
were applied to investigate the effect of an incipient fault. These
were an electrical asymmetry of Ue = 4.7% and, then, a larger
asymmetry of 9.2%. The details of the rotor circuit and the
estimation of asymmetry are described in Appendix B and
in Table IV.
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Fig. 8. Electrical asymmetry applied to an induction generator rotor on the test
rig, representing a geared-drive WT. (a) Signals when an electrical asymmetry
fault was simulated on an induction generator rotor. (b) Detecting an electrical
asymmetry fault from the power signal.
As in the mechanical unbalance experiment, the rotational
speed, mechanical drive shaft torque, and generator total power
signals were measured when the “faultlike perturbation” was
periodically applied to the rotor. A smaller fault was applied in
the period 60–120 s and a larger fault between 180 and 240 s,
with the rotor circuits being balanced in the periods 0–60 s,
120–180 s, and 240–300 s. The time waveforms of the signals
collected in this experiment are shown in Fig. 8(a), and it can
be seen that, due to the effect of the varying generator speed,
the fault symptom cannot be observed clearly from either the
generator shaft torque or total power.
When the rotor phase resistances are imbalanced, the genera-
tor current, voltage, and power are modulated twice by the slip
frequency as the rotor asymmetry moves through the air gap
magnetic field twice for every pole pair cycle [4]. Therefore, in
this case, the fault-related frequency is 2sfse, and the CWT-
based energy tracking technique was applied to extract the
energy at that frequency, as shown in Fig. 8(b).
From Fig. 8(b), it can be seen that the smaller, 4.7%, fault was
not clear although it is still visible, so the condition monitoring
algorithm had limited detectability in this case. This lack of
detectability was due to the residual imbalances present in the
TABLE III
PARAMETERS USED FOR CALCULATION RESULTS IN FIG. 8
rotor windings, brush gear, and connections, as well as the
negative influence of the timely varying generator rotational
speed which partially hid the faulty feature. However, the larger
9.2% fault was clearly visible in the figure and, therefore,
readily detectable despite the fact that the 2sfse frequency
signal was varying during the experimental processes.
This shows that the proposed technique has the potential to
detect an incipient 9.2% electrical asymmetry fault on a geared-
drive WT generator. The parameters used for this calculation
are given in Table III.
V. CONCLUSION
To improve the WT availability and reduce the O&M costs,
a new WT condition monitoring technique has been proposed.
From this research, the following conclusions can be reached.
1) In comparison with the conventional vibration, tem-
perature measurement, and lubrication oil analysis,
the technique proposed shows the following potential
advantages:
a) reduced capital cost;
b) ability to detect both electrical and mechanical faults;
c) applicable to both geared and direct-drive WTs.
2) The proposed CWT-based energy tracking method not
only reduces the calculation needed to extract features
from lengthy online data but also provides a feasible
condition monitoring approach that is applicable to WTs
operating at either fixed or variable speed.
3) Experiments have shown that the proposed technique is
capable of detecting both mechanical and electrical faults
in WT drive trains of different types.
4) The technique is a feasible way to establish a sim-
ple, cheap, but potentially global cost-effective CMS for
a WT.
The technique now needs to be applied to the power signals
obtained from real WTs during real mechanical and electrical
faults to determine the detectability of the algorithm and its
ability to detect incipient faults in both cases.
Further work will also be needed to establish the ability of
this technique for a wider range of faults and for a variable-
speed WT under closed-loop control.
APPENDIX A
GENERATOR ROTOR MECHANICAL UNBALANCE
Based on BS ISO1940-1:2003, the balance quality grade G
may be calculated by
G = e · 2πfrm (A1)
where
e =mr/Meq (A2)
Um =(m/Meq)× 100. (A3)
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Fig. 9. Rotor circuit diagram, including a resistive load bank.
TABLE IV
ELECTRICAL ASYMMETRY APPLIED TO TEST RIG IN FIG. 8
For the test rig shown in Fig. 6(a), the unbalance mass m =
1.0 kg, the effective radius r = 865 mm, and the equivalent
rotating mass of the test rig Meq = 290.7 kg. The average
rotational speed of the generator rotor is 25 r/min. This gives
a balance quality grade and mechanical unbalance for Fig. 7 of
G 7.8 (G = 7.8 mm/s) and Um = 0.3%, respectively.
APPENDIX B
GENERATOR ROTOR ELECTRICAL ASYMMETRY
The details of the generator rotor circuit shown in Fig. 6(b)
taking into account the external resistive load bank are shown
in Fig. 9.
The balanced circuit resistances were given by
⎧⎨
⎩
RAB = RAV + RBV + RAS + RBS + (RA + RB)/2
RBC = RBV + RCV + RBS + RCS + (RB + RC)/2
RCA = RCV + RAV + RCS + RAS + (RC + RA)/2.
(B1)
The circuits are balanced, giving
RAB = RBC = RCA = R = 7.60 Ω (B2)
where R = (RAB + RBC + RCA)/3.
Then, the electrical imbalance can be estimated through
calculating the residual circuit resistance δR, i.e.,
δR = |RABeiθ1 + RBCeiθ2 + RCAeiθ3 | (B3)
where i =
√−1, θ1 = 0, θ2 = 2π/3, and θ3 = 4π/3.
The percentage fault can be described by
Ue = (δR/R)× 100. (B4)
The larger the value of Ue, the more serious the electrical
asymmetry. The electrical asymmetries applied in Fig. 8 are
listed in Table IV.
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